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For por%iol girder plan
see she?fs E-126 & E-12
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PLANS APPROVAL DATE
PB POWER, Inc.

A Parsons Brinckernhoff Company
303 Second St., Suite TOON

San Francisco, CA  94107-1317

The State of Californla or its officers or agents shall not be responsible for
the accuracy or completeness of electronic coples of this plan sheef.

Caltrans now has a web slfel To get to the web site, go fo hitp/ /www.dotcagov
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Conduit up to PB-LTG located in barrier,
see sheet E-46.

Conduit up to PB-COM located in barrier,
see sheet E-46.

PB-2A locate on top of floor.

For cable tray run and lighting inside
crossbeam, see sheet E-114.

For lighting inside crossbeam, see
sheet E-119.

PB-2L with circuit for future light pipes.
See sheet E-121 for installation details
and E-130 for lighting schedule.

For cable tray & ground bar support,
refer to sheet E-125.

For fiber splice tray detail, refer to
sheet E-356.

NOTES:

1.

References: .

- T0S equipment is shown for conduit routing
only. For typical details of TOS controller
and devices, see sheets E-344 through
E-35T7.

- For types of pull boxes, splice boxes and
enclosures, see sheet E-83.

- For bridge grounding plan, see sheet E-111.

- For circuit and conduit/cable tray
schedules, see sheets starting at E-401.
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3 Sheet E-129 2. For other work related to Hinge KW and items
— not shown on this sheet, see Electrical
= ~—Crossbeam Special Provisions.
Z - Up to MVDS-WO2 (Typ) ~ - S
& = < & 3. The girder lighting fixtures are shown
2 2 B = = diagrammatically.Contractor shall install
= = o o fixtures at railing posts with a maximum
- Sheet E-124 > of 8000 mm between fi¥+ures. For types

: and typical lighting fixture installation
] Service Platform 4 details, see sgeef E-123.
—
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The cable trays are shown diagrammatically.
s SAS SUPERSTRUCTURE - CONDUIT AND CABLE TRAY PLAN A for Sypical girder cable tray pions and
3 sections, see sheets E-124 and E-125. ©
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